The wind load could cause the deformation of the reflector surface, seriously affect the resolution and the sensitivity of the antenna and degrade its performance. So the analysis of the wind characteristics of the reflector surface is particularly important. For one thing, the wind loads acting on an open parabolic reflector, as a commonly used type of reflector (F/D=0.3), are obtained by the wind tunnel test and CFD technique and wind characters of the parabolic reflector are revealed. Wind-induced dynamic behaviors under different upwind profiles are also analyzed by the finite element method (FEM). After that based on the numerical simulation, a large number of different kinds of reflectors are researched and analyzed and the results for different diameters, focal length to diameter ratios are acquired to provide sufficient information for wind force proofing design of the antenna structures. Finally, taking the established 110m antenna structure as the example and based on the instantaneous pressures derived from the wind tunnel tests, the mechanic performances of the structure at the survival wind speed and working speed are respectively investigated, and consequently the reliability of its mechanic performance is evaluated. The surface RMS of structural responses under various wind loads conditions and internal mechanisms are finally discussed to provide valuable data for the deformation control of the actuators in further work.
INTRODUCTION
As a multi-functional, automatic, high-integrated electronic mechanical equipment, the radio telescope structure is subjected to random wind load in the operation of variable-position rotation, which causes the surface deviation of deformed reflector from the theoretical designed reflector. This error has an important influence on the surface accuracy of the reflector [1] [2] [3] .
For the calculation of wind load, the wind pressure distribution on the reflector surface is required. The influence factors on the distribution are complex and diverse, not only by the wind turbulence in the wind, but also by the wind angle, pitch angle of the antenna structure, the geometrical characteristics of the reflector surface and so on. From the view of the present situation of the domestic application, Miyun 50m antenna in Beijing, Shanghai 65m antenna and 110m to be built in Xinjiang all belongs to the same category of the all-movable radio telescope which has a focal length to diameter ratio of 0.3, a circular aperture and parabolic reflector. This situation reflects that the geometric characteristics of the reflector are very common. From the research status of wind force proofing design for the antenna structures, foreign scholars have carried out the wind tunnel test at 4 upwind attitudes for the focal length to diameter ratios 0.5 and 0.25 respectively and acquired the average wind pressure distribution. It can be seen in this achievement the analysis cases for different upwind attitudes are scarce. In domestic the wind tunnel tests study for the focal length to diameter ratio 0.3 with 12 upwind attitudes have been carried out to give the overall drag coefficient of reflector but the average wind pressure distribution of the surface is not given. According to the Load Code for the Design of Building Structures, facing the results achieved, although the spherical shell in the geometrical shape is the most close to the parabolic surface, there are still some differences between the two above. Simultaneously the results of the spherical shell derive from the enclosed structure yet the reflector of the antenna in wind field belongs to an open type structure. So the circling flow characteristics around for the two types of structures are quite different.
It can be seen that the research results of this kind of structure are not comprehensive. The comprehension for its wind load and wind induced vibration response characteristics is very poor. It is necessary to carry out a large number of wind tunnel tests and numerical simulations for the reflector structure and provide the meaningful references for the wind load proofing design of the antenna structure and the valuable data for the deformation control of the actuators caused by the wind load.
CFD NUMERICAL SIMULATIONS
In this work the research objects are different radio telescopes so in the numerical simulation the grid division strategy is significant to solve the FEM [4] [5] [6] [7] . The problems need to be done reflect in that the reflector has an open parabolic surface, it is difficult to deal with the grid division around the surface area and not easy to form a high quality grid. So it is intended to make a hybrid mesh for the computational domain. Meanwhile it is necessary to increase the grid around the upper and lower surface, adjust the gradient ratio of the grid and the y + value near the surface boundary to further improve the mesh quality and calculation accuracy.
Where， y
+ is introduced to represent the distance from the centroid of the near wall mesh to the wall surface. This dimensionless quantity is related with speed, viscosity and shear stress of the fluid. The specific division is illustrated in section 2.3.
Computational Domain Settings
In the numerical simulation of wind pressure distribution the computational domain is closed by setting several wall surfaces to guarantee the blocking probability is less than 5%. So it is necessary to determine the appropriate computational domain. Computational domain comprises upper reaches L1, lower reaches L2, windward width B, and height H. The computational domain is shown in Figure 1 [8] [9] and each parameter set is list in Table 1 . 
Turbulence Model and Boundary Conditions
According to the references the complete Reynolds stress model has a relatively high accuracy for solving the flow around a bluff body and its use range is wide. So in this work the RSM turbulence model is used to solve the constant pressure field around a constant flow of the reflector structure. The boundary conditions of the model are set in Table 2 .
Meshing
Meshing has a direct influence on the results of numerical simulation and is mainly embodied with the gird size and the grid type. Based on many times in meshing for the flow field around the reflector structure, finally the grid type and grid quantity adopted for each part of the flow field are shown in Table 3 and Figure 2 .
1）The outside domain uses the structural hexahedral mesh which could provide a fine grid size, decrease the grid quantity and guarantee the grid quality. While the inside domain uses unstructured tetrahedral grid which could achieve effective meshing to the flow field around the reflector structure. 
Turbulence properties are defined by means of kinetic energy and turbulent dissipation rate. Turbulent intensity of the incoming flow: Refers to data of the second geomorphic type in Australia Code [10] [11] . Reference coordinate system: Y axis represents the length direction of the computational domain and Z represents the height direction of the structure. Outlet boundary condition Fully developed flow boundary condition is adopted and the normal gradient of any physical quantity  in the flow field is zero.
Wall condition
Top and both sides computational domain: free slip wall condition. Reflector surface and ground: no slip wall condition.
2) Because the parabolic reflector has a gradient of spatial curvature and the thickness of the model is only 100mm. The near wall region adopts the prismatic boundary layer grid to realize the precise control to the meshing and meet the requirements of the minimal wall distance [12] [13] [14] [15] . The distance can be characterized by the dimensionless value y + which could be expressed in formula (1) . The closest grid point near the wall surface is adopted to be 0.025D, with corresponding wall unit y+ ranging from about 8~30. The determination of y+ is controlled and realized by mesh division.
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Where u  represents the frictional velocity, y represents the normal distance from the nodes in the first row to the wall surface. ρ represents the air density, and μ represents the kinematic coefficient of viscosity. Figure 2 . Mesh of the Numerical Domain
Analysis Cases
The wind direction is defined as shown in Figure 3 . According to the symmetry of the model, the wind angle for test is selected about every 30° in the range of 0°to 180°. In the pitching rotation the angles of 5°, 30°, 60° and 90° are selected for test. Based on the above parameters there are 22 analysis cases in total (For the pitch angle of 90°, any wind direction is polar symmetrical about the central axis of the reflector so a kind of wind angle is enough). 
CFD Simulation Results
The numerical simulations are carried out by the software Fluent and the average wind pressure distribution on the reflector surface is described in the form of contour by the software Tecplot, shown in the Figure 4~7 . From the figures, under the pitch angle of 5° for the model, when the
wind angle is less than 90° the reflector surface is completely under the positive pressure and with the increase of the wind angle, the partial pressure coefficient of the edge region increases. When the wind angle is 90°for the same pitch angle, the negative pressure begins to appear on the reflector surface as the wind suction and the wind pressure distribution along the wind direction is basically symmetrical. The negative pressure area of the reflector surface gradually expands with the increase of the wind angle till the wind angle runs up to 180°, the reflector surface is completely under the negative pressure. When the pitch angle of the model is 30° or 60°, the wind pressure distribution of the reflector surface is similar to that of the 5° pitch angle model. In addition, under the same direction with the increase of the pitch angle, the local positive pressure coefficient increases and the distribution area expands. Especially for the pitch angle of 60° under the wind angle of 60°, the maximum positive pressure coefficient reaches 1.9. The wind pressure distribution on the reflector surface not only has a good symmetry but also shows the maximum negative pressure in the front edge of the windward side for the pitch angle of 90° under the wind angle of 0°. Meanwhile the absolute value of the negative pressure coefficient gradually decreases and turns to the positive pressure along the flow direction. In the lower reaches the positive pressure begins to increases and the positive pressure area is greater than that of the negative area in general. 
WIND TUNNEL TEST
In order to verify CFD numerical simulation validity for parabolic reflector structure, scale model test for the 110m (F/D=0.3) reflector structure is carried out in the wind tunnel. The test cases concur with the simulation cases and the test is the manometric test of rigid models. By comparison between the test and simulation, the wind pressure characteristics of the parabolic reflector structure are described furtherly and the internal mechanism is revealed. Figure 8 ). The laboratory is a comprehensive experiment platform which integrates the wind field simulation of the near ground surfaces, the deep ocean wave simulation and the rainfall simulation. The small section is 4m in width, 3m in height and 25m in length and the testing wind speed is 3m/s~50m/s. The big section is 6m in width, 3.6m in height and 50m in length and the testing wind speed is 3m/s~27m/s. This work is carried out in the small testing section. Manometry system uses the electronic pressure scanning valve system produced by Scanivalve scanning company in the USA for scanning and measurement. Finally, the data is recorded and processed by the signal acquisition and data processing software realized in the PC, shown in the Figure 9 . Figure 9 Electronic pressure scanner system for DSM3400
Simulation of the Atmospheric Boundary Layer
In the wind tunnel, it is necessary to accurately reproduce the atmospheric boundary layer flow characteristics and ensure credible results. Namely the flow field in the wind tunnel tests should be similar with the atmospheric boundary layer wind flow in the outside world. Its wind speed and turbulence intensity vary with the height. And there are some certain requirements for fluctuating wind power spectrum.
The mean wind profile
Below the gradient wind lever, because of the friction near the ground, near-Earth wind speed decreases with the decrease of its height above the ground. The relation between the average wind speed and the height is described as the velocity profile curve. Usually logarithmic and exponential functions are adopted to describe the curve rule. In this paper, exponential law is used as the following formula (2) .
Where U(Z) represents the average wind speed at arbitrary height, Z represents the height, U(r ) represents the average wind speed at the standard reference height, Z(r ) represents the reference height, α represents the surface roughness index, the structure is situated at a Class B landform and its index value is 0.15.
Turbulent intensity
Turbulence intensity at arbitrary height is expressed as equation (3) ( ) / ( )
Turbulence intensity decreases with the increase of the height, usually 20%~30% close to the ground. Chinese specification has no requirement for this at present and the Japanese specification gives specific recommendations about the turbulence intensity.
The power spectral density function
Atmospheric turbulence is a random and fluctuating process. The power spectral density function of fluctuating wind velocity is an important parameter to describe the wind field. At present the power spectrums of Davenport, Karman and Kaimal are frequently used in analysis. 2) Karman spectrum (based on the Japanese specification AIJ )
3) Kaimal spectrum (based on the American specification ASCE)
Where / ( ) x fz U z  .
Wind field simulation
In this paper, passive technology is adopted for the simulation of atmospheric boundary layer in the wind tunnel. The concrete geomorphic type is realized with wedge, the bezel and the roughness, shown in Figure 
Test Model and the Procedures Description
The test model is shown in the Figure 11 . The pitch axis of the lower frame is 250mm high off the basement. A series of bolt holes are opened in the lateral and vertical steel pipe on the basis of angular relations to achieve the rotation of the reflector in the pitch direction by arm swing. After each rotation, the lateral and the vertical steel pipes are connected by the corresponding holes to maintain a balance as shown in Figure 12 and 13. In order to acquire not only adequate stiffness and strength of the model, but also facilitation in processing technology, the reflector surface adopts acrylic plexiglass plates. In view of the wind tunnel blockage ratio requirements, the geometry ratio of the model is 1/200. Model has a span of 550 mm and its ratio of rise to span is 1/4.8. Each acrylic plexiglass plate of two layers has a thickness of 5mm and the metal pressure tube has a length of 8mm. In light of the layout of the pipeline, the minimum interlayer thickness needs 10mm space and its size is shown in Figure 14 . Convex and concave in the model are arranged by measurement points. Each side has 91 measurement points and these measuring points are shown in Figure 15 . 
Similarity Ratio Design
The wind speed in the tunnel is 14m/s and the test speed ratio is 1:4. The signal sampling frequency of the pressure valve is 625Hz and the sampling duration is 20s. Each individual measurement point collects 12500 times for the data as a sample, five samples in total. According to the similarity theory, the equation 7 shows the relation between the real structure and the test model.
Where n represents the frequency, L represents the geometry size, U represents the wind speed. The subscript m represents the model and p stands for the prototype. It can be obtained from the above equation that 150 m n  Hz. Based on the Naikuitesi sampling criteria, the minimum sampling frequency in the experimental is 150Hz × 2 = 300Hz. It can be concluded that the test sampling frequency 625Hz meets the requirements. The similarity ratios of the rest relevant variables are shown in Table 4 . In order to obtain reliable experimental data, the final time course of the wind pressure is the average of many samplings. The wind pressure value of each measurement point is expressed as the dimensionless pressure coefficient according to the equation 8.
Where Cpi(t) is the pressure coefficient at any hole of the model. Pi(t) stands for the measured wind pressure of the structure surface. P0 and P∞ represent the average total pressure and the mean static pressure at the reference point respectively. Reference point is the highest point of the reflector surface. For wind-resistant design and comparison with the corresponding specifications, it is necessary to transfer the measured pressure coefficient into the shape factor. For example the relation between the shape factor si  and the average pressure coefficient is expressed as the following equation 9.
Where Zi represents the height of the measuring point, and Zr represents the the height of the standard reference point.
Test Results
Based on the software MATLAB, the corresponding program and the average pressure data contour line drawing process are programmed. The collected process data is processed according to the equation 8. Then the average pressure data is used to make the contour line for all the test conditions as shown in Figure 18 to Figure 21 . It can be seen from the figures that when the pitch angle is 5°and wind angle is within 90°, the reflector surface are completely under the positive pressure, and to the wind angle of 60°, the maximum pressure coefficient is 1.2. When the wind angle is 90°, the negative pressure zone begins to appear at the reflector surface and there is wind suction. When the wind angle is beyond 90 °, the reflector surface negative pressure area gradually expands. When the wind angle is 120°, the boundary between the positive and negative pressure zones appears at the centre of the reflector. Until wind angle is 180°, reflective surface is completely controlled by negative pressure. In addition, when pitch angle is 30°or 60°, contour lines of the pressure distribution are more intensive. It is concretely demonstrated by the edge of the reflector surface where pressure distribution gradient is more intense but the pressure gradient of central area is gentler. When the pitch angle is 90°and the wind angle is 0°, the reflector surface pressure distribution shows a good symmetry and the maximum wind suction occurs at the windward edge. Along the flow direction, the absolute value of the negative coefficient gradually decreases until the positive pressure appears and gradually increases. Overall the positive pressure area of the reflector surface is bigger than the negative pressure area under the wind load. Nevertheless the negative area mainly focuses on the local region of the windward front of the reflector surface. 
Comparison between the Results from Simulation and the Test
In view of a great deal of test cases, so 0°, 90°, 180° in the range of wind angles are selected as typical cases to fully express the gradient variation of the average wind pressure coefficient (Cp) based on the direction of incoming flow as the symmetrical axis. Figure 22~24 give the comparison of the average wind pressure coefficient between the simulation and the wind tunnel tests. On the whole, under the wind angle 0°, the simulation generally seems to underestimate the pressure coefficients compared to the experimental results. The differences between two approaches are larger than that of two other wind angles. This is mainly under such wind angle, the pressure gradient is so great (wind pressure coefficient varies severely) in the local edge region of the reflector back. This character leads to the difference between the numerical simulation and the test is larger than other wind angles for different pitch angles models, and the contrast effect is not very ideal. As for the wind angle 90° and 180°, simulation results are slight larger than that of the experiments but then most data are well consonant. This is mainly because the position of separating points for airflow with the wall surface changes significantly which leads to a different wake effect. Specifically for the wind angle 90°, the differences between simulation and test are almost within 8% and the maximal difference for some individual point reaches 57% which appears at the pitch angle 30° model. For the wind angle 180°, at each pitch angle model, there are only some single points (just one or two) having the maximal difference which could reaches beyond 50%, but almost the differences from all the data are within 10%. On balance, the results show that the distributions from two research methods above tend to be almost parallel and the data values are well consonant. The results of numerical simulation are well verified by the wind tunnel test. This shows that CFD is a practical and effective method to carry out the wind characteristics analysis to parabolic reflector of the antenna structure.
a) 0°wind angle b) 90°wind angle c) 180°wind angle 
SHAPE FACTOR OF THE REFLECTOR SURFACE
Based on the research findings in numerical simulation and wind tunnel test, here in order to acquire the precise wind load for the design of the back frame structure, aiming at different types of reflectors it is necessary to make a partition on the reflector surface and provide the shape factor corresponding with each divided region.
In partition, thanks to the symmetry of the reflector structure, so reflector surface is divided along the ring direction and radial direction according to the formation law of the reflector. Simultaneously in the light of the average wind pressure distribution, the wind pressure gradient of the edge region is large whereas that of the region near the center is relatively flat. So outer ring region is divided densely and inner ring region is divided sparsely. The concrete partition is shown in Figure 25 . The obtained mean wind pressure in each node could be calculated and converted into corresponding shape factor according to the formula (9). Finally shape factor for each divided region could be acquired based on the partition in Figure 25 and all computational results are summed up to be shown in Figure 27~32 . Based on these 6 figures the shape factor of the reflector surface can be directly found with regard to different diameters, focal length to diameter ratios, pitch angles and wind directions for antenna structures design in the future. 
WIND INDUCED VIBRATION RESPONSE
The reflector structure of the antenna is a typical large span structure which is not appropriate to use quasi steady assumption under the complex wind load, so it is difficult to estimate the dynamic effect of fluctuating wind. The antenna structure is respectably sensitive to the fluctuating wind in view of its longer natural vibration period and weaker stiffness. Besides dynamic response characteristics for this open type of reflector structure under the fluctuating wind so that it is necessary to furtherly make a dynamic response analysis for the antenna structure based on the time course of wind pressure from the wind tunnel test and probe into the wind induced vibration response of this kind of structure under different pitch angles proposed above.
The time course of wind pressure obtained from the wind tunnel test is determined according to the similarity ratio relationship between the real structure and the test model, shown in the formula (10) .
Where, f represents the frequency, L represents the geometry size, U represents the wind velocity, the subscript m represents test model and p represents the real structure. In the wind tunnel test, sampling frequency is 625Hz, geometric scaling ratio is 1:200, and the wind speed at the height of gradient wind is 14m/s (corresponding to the 56m/s at the actual height of 350m). The basic pressure for the period of 100 years at Qitai County is 0.7kN/m 2 .
Self Vibration Characteristics Analysis
The natural frequency is an important parameter to analyze the dynamic response of the structures. In this work the self vibration characteristics are analyzed by subspace iteration method for 4 kinds of typical pitch angles combined with the wind tunnel test. Here taking the model of 90° pitch angle as an example, from the first 10 order natural frequencies shown in the Table 5 , it can be seen that the frequency distribution of the antenna structure is dense, the frequency of each adjacent mode is very close, the fundamental frequency is low and the structure is more flexible. Due to limited space, Figure 33 gives only first two order modes from which it could be seen that the first order mode is mainly expressed as the rotation of the back frame and the pitching mechanism around the pitch axis, and the second order mode is mainly expressed as the translation of the back frame along the pitch axis with respect to the azimuth pedestal. The remaining modes are mainly expressed as local vibration or torsion of the structure. a) The first order b) The second order Figure 33 . The Mode of Structure Vibration
Analysis Method
The antenna structure is analyzed for the wind-induced response by using nonlinear time-history analysis method. The structure is discretized by using the finite element method and the wind loads are exerted on the corresponding nodes. The structure response is obtained by directly solving the equations of structure motion in the time domain. The calculating results of this method are more realistic than the linear approach in the frequency domain. It could be applied to any system and any incentive in principle. And the more complete information about the whole process of structural dynamic response could be got. It is the effective way to analyze the wind induced dynamic response of the antenna structure.
Wind vibration factor of the displacement and stress
According to the specification, the dynamic effects of wind load are taken as the static load in the form of wind-induced vibration coefficient. Namely the wind pulse is expressed as the equation 11
Where  is the wind pulse, e P is the equivalent static wind load, P is the static wind load, d P is the dynamic wind load.
For the time-history analysis for wind-induced vibration of the complex spatial structure using finite element method, the wind pulse directly bases on the structure response. Namely the wind vibration factor of the displacement and internal force are expressed as the equation 12. 
Among them, sign is a sign function, y  is the mean square error of the response for fluctuating wind. g is the peak factor and its value is related with the number of times during which the effect is beyond the average load effect in an average hour. When the probability distribution of the average load effect is normal distribution, g can be expressed according to the equation (14) . Where T is the observation time (typically 1 hour), v is the horizontal crossing number, which is in the range from 3.0 to 4.0, and 3.5 is selected in this paper. 
Whole wind pulse
The wind pulse of the displacement in each point and of the stress for each element could be obtained according to the equation 15. But for the large span structure, because the spectrum has the intensive modes and the mode contributing a lot may not appear in the first vibration mode, so it is difficult to determine which mode has the significant effect on wind-induced vibration response. In this paper, the wind pulse of the overall displacement and stress based on the maximum dynamic response is used and expressed as the following equation 16 . are the maximum element stress and time-history element stress respectively under the static wind loads and the total wind loads.
Vibration Response Results Analysis

Analysis scheme and response index
According to the wind tunnel test results, the overall drag coefficients of the antenna structure under 3 kinds of pitch attitudes are shown in Figure 34 , and no matter what pitch angle, the resistance coefficient of 0°wind angle reaches the maximum value. So the wind angle of 0° is selected as the analysis condition for wind-induced vibration response analysis respectively under the pitch angle of 5°, 30°, 60°. Combined with the characteristics of the large span structure and the wind-induced vibration response concerned by the design staff, the normal displacement of each node on the reflector and axial stress + bending stress of the element are used as the indicators of the wind-induced vibration response. igure 34. Cd in Different Directions
Results analysis of wind induced vibration response
Extreme stress and extreme displacement in time-history for the 3 models are shown in Figure 35 and Figure 37 . In order to analyze the response characteristics under the fluctuating wind loads in the frequency domain, Fourier transformation is used to convert the response process from the time domain to the frequency domain. The corresponding extreme stress and displacement power spectral density function are shown in Figure 36 and Figure 38 . According to the power spectral density function, it can be seen that the wind induced vibration response of the structure is a narrowband process. For the same pitch angle model, the dynamic response from the extreme stress and extreme displacement power spectrum are highly consistent. Combined with the aforementioned natural frequencies of the structure, for the 5°pitch angle, it is shown that the vibration energy concentrated near the first order frequency (0.7Hz) nearby. For the 30° pitch angle, it is still shown that the vibration energy concentrated in the first-order frequency (0.7Hz) nearby, nevertheless the amplitude of energy has increased. For the 60°pitch angle, the higher modes (the third order and the forth order) begin to contribute to the performance of the vibration energy of the structure and from the energy distribution that the peak appear at the frequency of 0.9Hz and 1.1Hz. What's more, the relation between the energy magnitude and the pitch angle shows that the vibration energy increases gradually with the increase of the pitch angle. Later the extreme stress distribution and the displacement distribution of the model are given respectively in Figure 39 and Figure 40 . It can be seen in the extreme stress distribution under the wind angle of 0°, the largest stress reaching 170MPa mainly concentrated in the radius element on the second ring of the upper chord and this condition appears in the model of pitch angle of 30°. It also can be seen from the normal displacement that under the wind angle of 0°, the displacement shows the symmetry along the vertical axis and the extreme displacements of each model appear at the overhangying end and two sides of the reflector surface. In 3 models, the maximal normal displacement is up to 24cm and appears in the 5°pitch angle attitude. Due to space limitations, the calculation results of other models for different pitch angles are shown in Table 6 . According to the time-history analysis results, the extreme response for each pitch angle of the antenna structure is determined while the wind pulse for wind force proofing design in the future are provided in Table 6 . 
Comment on the nonlinear response of the structure
According to the analysis of the structural extreme response and power spectral, it can be seen that nonlinear response of the all-movable antenna structure is mainly influenced by the upwind attitudes, and vibration factors are different for different models and structural responses. They are embodied specifically in the followings.
(1) Although the all-movable antenna structure belongs to such kind of rigid structure, its reflector part has a large span up to one hundred meters more or less resulting in that the structure becomes more flexible (this can be inferred by self vibration characteristics analysis). So the effect from fluctuating wind could not be neglected in the wind force proofing design and the first four modes of vibration contribute a lot to wind-induced vibration of the whole structure.
(2) From the vibration response results, the whole wind pulse of the displacement is larger than the whole wind pulse of the stress, especially under the pitch angle 5°, because the reflector is almost under the complete upwind state and the top displacement should be focus on. Moreover, although under the pitch angle 5°, the extreme stress is 158MPa larger than 152MPa under the pitch angle 90°, the whole wind pulse of stress is 1.41 smaller than 2.18 under the pitch angle 90°. This can be inferred that under the pitch angle 5°, static wind load contribute more than that under the pitch angle 90°. For the model of pitch angle 90°, because wind direction is vertical to the central axis of the reflector, airflow could be separated on the front edge of the reflector and adhere to the end edge again. This phenomenon could form the vortex shedding and severe fluctuating pressure leading to the larger wind pulse.
(3) Under the most unfavorable wind angle 0°, the pitch angles for 5° and 90° are two kinds of unfavorable working states because they correspond to the maximal wind pulses of the displacement and the stress respectively. Combined with the wind angle and pitch angle, according to the worst upwind attitude, wind pulses could be determined for the all-movable antenna structure in its whole performance. The whole wind pulse of the displacement could be set as 2.5 and 2.2 could be proper for the stress. For the large antenna structure the member should meet the strength requirement and the deformation need to be limited in the allowable range without collapse under the survival wind U=40m/s. Here the 110m antenna structure is selected as a typical object to make the strength and stability analysis under self weight combined with wind load and snow load.
STRUCTURAL ANALYSIS UNDER THE DESIGNED WIND LOAD
Mechanical Analysis under the Survival Wind Speed
According to the Load Code for the Design of Building Structure combined with the actual environment the antenna structure exists in, the antenna structure is analyzed under the load combination. The load combination is shown in Table 7 and the snow load is considered only for the model of pitch angle 5°. Wind load 1, 2, 3, represent 0°, 90°, 180°respectively and wind pulse is determined according to the table 6 coming from the wind vibration response analysis. Taking the models of pitch angle 5°, 30°, 60°, 90°, strength and stability analysis is carried on according to the procedures shown in Figure 41 . Due to the limited space, only the results from the model of pitch angle 5° are given in Figure 42~46 and the results for other models are generalized in Table 8 . These achievements show that under all of the load combinations, the whole structure is in the elastic state, the vast majority of members are in the low stress level within 100MPa and the maximum deformation is only 128mm. The value of stress and deformation all meet the relevant specification requirements and the structure is safe. 
Performance Analysis under the Working Wind Speed
The antenna structure is required to have a good performance under the working speed U=20m/s. That is to say the antenna could still trace the celestial objects and complete the observation mission after the wind deformation is adjusted by the actuators. So it is necessary to make the reflector surface precision analysis under the wind load. Taking the wind angle of 0°as the typical example, the Figure 47~48 give the surface precision RMS and the whole structure displacements for different pitch angles. The surface precision under other wind angles are all given in Table 9 only in the form of data.
Reflector surface precision analysis under the wind load
From view of the displacement of the structure, the distribution of the surface deformation is not uniform. For examples, the model of 5° pitch angle, 0°wind angle has the maximum displacement on the top and the minimum displacement at the bottom, and the maximum difference reaches 38mm. The model of 60° pitch angle, 0°wind angle has the maximum displacement at the bottom and the minimum value at the center, and the maximum difference reaches 32mm. For the model of 90° pitch angle, 0°wind angle, the maximum displacement appear in the upwind front and thanks to the reflector geometry, in the center of the reflector the displacement reaches the minimum value. These present results are caused by the reflector structure characteristics. In bearing parts of the reflector structure are similar to that of the cantilever roof. With moving on to the inner ring region, the distance to the support region of the reflector structure is much shorter accompanied by the thicker grid height. So the two factors above result in a better stiffness and the displacement naturally decreases in the region near the center of the reflector. Simultaneously combined with the results in section 2~3, near the edge of the reflector extreme wind pressure often appears and the pressure gradient is more intense. By contraries, near the center zone of the reflector, the wind pressure gradient is gentler and the stress is naturally more uniform. So in view of the stress condition and the stiffness distribution of the reflector structure, it is inevitable that the reflector surface deforms unevenly and has an undesirable precision. 
Surface precision analysis for different models under different load cases
In the actual operations, it is necessary to calculate the influence of not only single load but also the combination of different loads because the gravity load coexists with the wind load, and pay special attention to the leading factor. Table 10 gives the reflector surface precision under different load cases. Limitations of space allows for the results of 0° wind angle if wind load joins in the combination.
From the table above it is obviously that the wind load has a greater effect than gravity load on the reflector surface precision. On the one hand, the structure is more flexible and sensitive to the wind load with the increase of the aperture diameter. Compared with gravity load wind load has a more serious effect and plays a leading role. On the other hand, in the antenna structure scheme approachment, the lectotype and the optimization mainly consider the gravity load that is to say the back frame structure style is determined and the section of each pipe is optimized under the gravity load effect. So in order to realize a high reflector surface precision the back frame structure obtains a reasonable stiffness distribution in such a scheme determination course. Namely some part has more weights, more stiffness will appear, vice versa. But from the deformation under the wind load shown in Figure 48 , the stress caused by wind load could not fit with the structure stiffness so the deformation heterogeneity caused by wind load is more seriously than that of the gravity load which results in a lower surface precision under the single wind load or the combination the wind load joins in. 
CONCLUSIONS
The widely used parabolic reflector (F/D=0.3) is selected as an analysis point of penetration to carry out the numerical simulation for its 22 kinds of gestures. Subsequently, the manometry tests are carried out in the wind tunnel for the working conditions above. The wind tunnel test validates the numerical simulation very well in wind characteristics analysis of parabolic reflector structures by comparisons.
 For most of models with different pitch angles and wind angles, the maximum negative pressure generally appear in the edge region because the incoming flow usually separates significantly at this location. For the model of the same pitch angle at different wind angles, extreme value of the average surface pressure appear at different surface position due to the differences of the separation points position on the wall and the wake effect. In view of the CFD simulation validity for parabolic antenna structure verified by the wind tunnel test, subsequently large scale computations and analysis of different types of reflectors structures are carried out by CFD and the shape factor for each corresponding type of reflector structure under different gestures. This achievement provides abundant wind force proofing design references for those parabolic antennae.  According to the power spectrum density function it could be seen that the wind induced vibration response of the antenna is a narrow-band course. For the same pitch angle model, the maximum stress power spectrum and displacement power spectrum are highly consistent in the dynamic response of the structure. Although the all-movable antenna structure belongs to such kind of rigid structure, its reflector part has a large span up to one hundred meters more or less resulting in that the structure becomes more flexible. So the effect from fluctuating wind could not be neglected in the wind force proofing design and the first four modes of vibration contribute a lot to wind-induced vibration of the whole structure.  Under the most unfavorable wind angle 0°, the pitch angles for 5° and 90° are two kinds of unfavorable working states because they correspond to the maximal wind pulses of the displacement and the stress respectively. Combined with the wind angle and pitch angle, according to the worst upwind attitude, wind pulses could be determined for the all-movable antenna structure in its whole performance. The whole wind pulse of the displacement could be set as 2.5 and 2.2 could be proper for the stress.
 Based on the average wind pressure distribution characteristics and the results of wind induced vibration response, the static wind loads and the corresponding wind vibration coefficient of the reflector are obtained. Taking 110m antenna structure (F/D=0.3) as an example, firstly the mechanical analysis under the survival wind speed is carried out and the results show that the whole structure is in the elastic state, the vast majority of members are in the low stress level and all kinds of responses meet the relevant specification requirements. Next, the performance analysis under the working wind speed is carried out. The results show that the antenna structure is more flexible and the wind load takes a leading role on the reflector surface precision.
